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NEW WORK KEYED NOTES:
(THIS DRAWING ONLY)

@ EXISTING ROOF DRAIN.

@ EXISTING EMERGENCY ROOF DRAIN OVERFLOW.

@ PROVIDE AND INSTALL NEW 6" ROOF DRAIN.

@ PROVIDE AND INSTALL NEW VENT THRU ROOF.

@ PROVIDE AND INSTALL NEW 4" ROOF DRAIN.

@ 4°SD-UP TO ROOF DRAIN LEADER.

(@) 47SD-DN.

(8) PROVIDE AND INSTALL NEW REDUCE PRINCIPLE BACK FLOW PREVENTER AT
APPROXIMATE LOCATION INDICATED. FOR CONTINUATION OF PIPING REFER
TO MECHANICAL DRAWINGS.

(9) 3/4" DCWS-DN.
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